
3RD FLOOR
126' - 5 1/4"

10.210.5

MECH LEVEL
116' - 0"

MECHANICAL ROOM

MECHANICAL
SHAFT

ICU ROOF
142' - 2 1/2"

BENT PLATE BRICK
SHELF.  SEE
F3/AE321 FOR
SIMILART

VENEER ANCHORS

FACE BRICK

RIGID INSULATION,
 2" TYP IN CAVITY

EXTERIOR SHEATHING

EFS SOFFIT ON STEEL STUD
FRAMING

STL BEAM
(SEE STRUCT DWGS)

WEEP VENTS

AIR INFILATRATION
BARRIER

SS THRU WALL FLASHING

(2
4

 C
O

U
R

S
E

S
)

5
'-
4
"

AIB

 BATT
INSULATION

BRICK VENEER

EXTR SHEATHING

BUILT-UP ROOF

SFRM

RIGID INSULATION

.

SLOPE

J
T

3
/8

"

143' - 5 7/8"
TOM4

"

3
1
' -

 9
 3

/4
"

2
'-
2
 5

/8
"

3
'-
1
 3

/8
"

6
 1

/2
"

1
"

J
T

3
/4

"

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

SFRM

SFRM

STL BEAM
(SEE STRUCT DWGS)

STL JOISTS
(SECURE TO STL TUBE
& LT GA MTL HANGERS)
(SEE STRUCT DWGS)

STL BEAM
(SEE STRUCT DWGS)

GEOTEXTILE
FABRIC

5/8" GYP BD

AIB (LAP & SEAL TO
TRANSITION MEMBRANE)

LIMESTONE BAND
(ALIGN w/ EXISTING)

CAVITY  DRAINAGE
MATERIAL

3/4 PRESSURE
TREATED PLYWD

CONT GALV BENT
STL PLATE & TUBE
ASSEMBLY (SEE
STRUCT DWGS),
PAINTED

CONC BEAM
(SEE STRUCT DWGS)

PROFILE OF
EXISTING PARAPET
TO BE REMOVED

5
'-
1
1
 1

/4
"

(2
0

 C
O

U
R

S
E

S
)

4
'-
5
"

3
/4

"

LIMESTONE BAND

(3
7
 C

O
U

R
S

E
S

)

8
'-
2
 1

/4
"

1
0
 5

/8
"

(2
4
 C

O
U

R
S

E
S

)

5
'-
4
"

2
'-
8
"

3
/4

"

1'-9"

1'-2 3/4"

COVER BOARD

RIGID INSULATION

1
0
 5

/8
"

BENT STL PLATE (T&B)
(SEE STRUCT DWGS)

BENT STL PLATE
(SEE STRUCT DWGS)

CONC SLAB
(SEE STRUCT DWGS)

JT
3/4"

4" LT GA MTL STUD HANGERS
(SECURE TO STRUCTURE)
(SEE STRUCT DWGS)

3
/4

"

AE321

F3

5 1/2"

1"8 1/8"

1' - 8 1/4"

6"

AE320

D3 SIM

2
 1

/2
"

STEEL GRATING (SEE
STRUCT DWGS)

INTERSTITIAL
MECH. LEVEL

116' - 0"

3RD FLOOR
126' - 5 1/4"

Z

BRICK VENEER
(MATCH OR & MRI
COLOR/TEXTURE)

4"  COLD FORMED METAL
STUD FRAMING

PREFIN ALUM SELF
DRAINING LOUVER
w/ BIRD SCREEN

CONCRETE CURB
SYSTEM
w/ RIGID INSULATION

MECHANICAL
DUCT (SEE MECH
DWGS)

EXISTING CONC
SLAB

EXISTING
INSULATION

EXISTING  SBS
ROOF

NEW ROOF
TO MATCH
EXISTING
(SPLICE TO
EXISTING)

6"  COLD FORMED METAL
STUD FRAMING

4" THERMAL BATT
INSULATION

2" RIGID
INSULATION

ICU ROOF
142' - 2 1/2"

SFRM

WEEP VENTS

SS THRU-WALL
FLASHING

VENEER ANCHORS

.

SLOPE

1'-6"

TOM

2"

4
"

FACE BRICK

2" RIGID
INSULATION (TYP)

BATT INSULATION

AIR SPACE

VENEER ANCHORS

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

GEOTEXTILE
FABRIC, SEE STRUCT

LIMESTONE BAND

6" CFMF
(SEE STRUCT DWGS)

6"

EXTERIOR GYP
SHEATHING

AIB (LAP & SEAL
TO TRANSITION
MEMBRANE)

SCHED CEILING

122' - 10"
TO STL

CANT
STRIP

SS SILL
FLASHING

EXISTING 2"
LT WT CONC

CONT GALV BENT
STL PLATE & TUBE
ASSEMBLY

STL ANGLE CLIPS

WATERSTOP

CONC CURB
(SEE STRUCT DWGS)

PROVIDE DRAINAGE
@ DUCTWORK

STL PLATE
(SEE STRUCT DWGS)

STL BEAM
(SEE STRUCT DWGS)

CONTROL JOINT @
EXTERIOR
SHEATHING

AIB

SLIP CONNECTION
(SEE STRUCT DWGS)

M
O

4
'-
6
"

1
"

(3
7
 C

O
U

R
S

E
S

)

8
'-
2
 1

/4
"

J
T

3
/4

"
1
0
 5

/8
"

(2
4
 C

O
U

R
S

E
S

)

5
'-
4
"

1
0
 1

/4
"

134' - 7 1/4"

2
'-
8
"

143' - 5 7/8"

MASONRY COPING
BEYOND @ MRI

SIM

2'-0"

(1
6
 C

O
U

R
S

E
S

)

3
'-
6
 1

/4
"

5 1/2"

9 13/16"

1'-6"

AE320

D3

1'-2 3/4"

2" RIGID INSULATION
(TYP)

1
7
'-
4
 5

/8
"

1
'-
7
 3

/8
"

2
' -

 4
"

RIGID INSULATION

5/8" GYP BD.

DRAINAGE FILL
MATERIAL

CONCRETE SLAB.  SEE
STRUCTURAL
DRAWINGS

CONT GALV BENT STL PLATE

AE321

2

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

FLOOR 4
142' - 2 1/2"

INTERSTITIAL
MECH. LEVEL

116' - 0"

3RD FLOOR
126' - 5 1/4"

Z

FACE BRICK

2" (TYP) CAVITY
INSULATION

BATT INSULATION

ICU ROOF
142' - 2 1/2"

SFRM

SFRM

AIR SPACE

EXTR SHEATHING

VERTICAL TUBE
(SEE STRUCT DWGS)

LIMESTONE BAND
TO MATCH COPING
BEYOND

MECHANICAL RM

FACE BRICK

STL BEAM
(SEE STRUCT DWGS)

AIR SPACE

VENEER ANCHORS

1
0
'-
5
 1

/4
"

6
 1

/4
"

.

SLOPE

1'-6"

3
'-
7
 7

/8
"

6
 1

/2
"

2
'-
2
 5

/8
"

(2
4
 C

O
U

R
S

E
S

)

5
'-
4
"

LIMESTONE PANEL
(ALIGN WITH
EXISTING PANELS)

TO BRICK

143' - 5 7/8"
TOM

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

6" CFMF
(SEE STRUCT DWGS)

4" CFMF
(SEE STRUCT DWGS)

9
'-
0
 1

/8
"

STL BEAM
(SEE STRUCT DWGS)

(2
1
 C

O
U

R
S

E
S

 M
IN

U
S

 (
1
) 

J
O

IN
T

)

4
'-
7
 5

/8
"

J
T

3
/4

"

CONT BENT STL PLATE
& TUBE ASSEMBLY
(SEE STRUCT DWGS)

SS THRU-WALL
FLASHING

PROFILE OF
EXISTING
LIMESTONE COPING
BEYOND

WEEPS VENTS

CAVITY
DRAINAGE MATERIAL

6" CFMF -SEE
STRUCTURAL DWGS

5/8" GYP BD

3
/4

"
3
'-
0
 5

/8
"

GEOTEXTILE
FABRIC, SEE STRUCT

6
'-
9
 1

/4
"

GEOTEXTILE
FABRIC

COMPRESSION PAD

AIB

STL PLATE
(SEE STRUCT DWGS)

CONTROL JOINT @
EXTR SHEATHING

AIB

SLIP CONNECTION
(SEE STRUCT DWGS)

SLIP CONNECTION
(SEE STRUCT DWGS)

6" CFMF
(SEE STRUCT DWGS)

5
'-
1
1
 1

/4
"

121' - 11 1/4"
TOS

4
"

1
 5

/8
" 1

0
"

1
7
'-
4
 5

/8
"

2
'-
8
"

(2
4
 C

O
U

R
S

E
S

)

5
'-
4
"

1
'-
7
 3

/8
"

AE320

F1

AE320

D3

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

1
0
 5

/8
"

STL ANGLE
(SEE STRUCT DWGS)

9 3/4"

5 1/2"

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

118' - 3 3/8"
TOS

1'-2 3/4"

3
/4

"

KICKER
(SEE STRUCT DWGS)

Z

MECH LEVEL
116' - 0"

WATERSTOP

1'-6"

EXISTING
INSULATION

EXISTING  ROOF

MATCH EXISTING  ROOF
MEMBRANE,
INSULATION & LT WT CONC
(SPLICE TO EXISTING)

CONT CANT

SS THRU-WALL
FLASING

EXISTING 2"
LT WT CONC

6" CFMF
(SEE STRUCT
DWGS)

BATT INSULATION

RIGID INSULATION

EXTERIOR
SHEATHING

5/8" GYP BD.

3RD FLOOR
126' - 5 1/4"

3.6

ICU ROOF
142' - 2 1/2"

AIB

BATT
INSULATION

EXTR SHEATHING

FACE BRICK:  TO
MATCH OR AND MRI
ADDITIONS

AL/GL
CURTAINWALL
SYSTEM (7 1/4")

4
'-
8
"

J
T

1
/4

"

2X PT WD BLKG

SSM STOOL

TRANSITION MEMBRANE

AIB (LAP & SEAL TO
TRANSITION MEMBRANE)

8
"

BOT LINTEL

.

SLOPE

J
T

3
/8

"

143' - 5 7/8"
TOM

2 1/2"

6"

4
"

7
'-
4
"

6" CFMF
(SEE STRUCT DWGS)

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

SEALANT

1
0
 5

/8
"

(2
4
 C

O
U

R
S

E
S

)

5
'-
4
"

2
'-
8
"

8
'-
1
 3

/4
"

(M
A

S
O

N
R

Y
 O

P
N

G
)

2
'-
1
 1

/4
"

5
'-
2
 3

/4
"

5
'-
2
 3

/4
"

2
'-
1
1
"

SIM

1'-2 3/4"

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

AE320

D3

AE320

F3

AE320

D1

WALL SYSTEM TO MATCH
EXISTING ROOFING

2" RIGID ROOF INSULATION

TERMINATION BAR

PATCH NEW ROOFING
INTO EXISTING

1/2" SUBSTRATE
BOARD

1' - 8 1/2"

WATERSTOP

KICKERS, SEE STRUCT

EXISTING MRI ROOF SLAB

SCHEDULED BASE

1'-8 1/2"

SS FLASHING, NRCA
MB(MC)-7

121' - 11 1/4"

SS EXPANSION FLASHING,
NRCA  MB(MC)-7

SEALANT

SEE F6/AE303.4 FOR
BALANCE OF NOTES

SEALANT

5/8" GYP BD

CONC CURB

E
X

IS
T

IN
G

 E
X

P
A

N
S

IO
N

 F
L
A

S
H

IN
G

V
E

R
IF

Y
 D

IM
E

N
S

IO
N

 W
IT

H

CONDITION LOOKING
BACKWARDS

AE301.4

C1

COMPRESSIBLE
FILLER

CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

Drawing Title

DIRECTOR OF
SPECIALTY
CARE

Project Title

Location

Checked

Building Number

Project Number

Drawing Number

Approved

Dwg.          of

Date

CONSULTANTS: ARCHITECT/ENGINEERS: Office of
Construction
and Facilities
Management

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

1
6
1
6
1
6
1
6

88 88
44 44

00 00

BBBB

AAAA

EEEE

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

6
"
6
"
6
"
6
"

11 11
00 00

6
"
6
"
6
"
6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

22 22
00 00

6
"
6
"
6
"
6
"

6
"
6
"
6
"
6
"

00 00
22 22

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

00 00
44 44

88 88

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231

5555 6666 88887777

FFFF

DDDD

CCCC

99994444333322221111

5555 6666 88887777 99994444333322221111

BBBB

AAAA

EEEE

FFFF

DDDD

CCCC

201

HARRY S. TRUMAN VAMC

TEL  314 725 2927   |   FAX  314 725 2928   |
CHRISTNERINC.COM

168  N  MERAMEC,  SUITE  400   |   ST. LOUIS,  MISSOURI  63105

ARCHITECTS  |  DESIGNERS  |  PLANNERS  |  LANDSCAPE  ARCHITECTS

THE SEAL (S) AND SIGNATURE(S)
APPLY ONLY TO THE DOCUMENT TO
WHICH THEY ARE AFFIXED, AND WE
EXPRESSLY DISCLAIM ANY
RESPONSIBILITY FOR ALL OTHER
PLANS, SPECIFICATIONS,
ESTIMATES, REPORTS, OR OTHER
DOCUMENTS OR INSTRUMENTS
RELATING TO OR INTENDED TO BE
USED FOR ANY PART OF PARTS OF
THE PROJECT.
© COPYRIGHT 2012 CHRISTNER INC.

STRUCTURAL ENGINEER:
KPFF CONSULTING ENGINEERS - ST. LOUIS
1630 DES PERES RD, SUITE 100
SAINT LOUIS, MO 63131

MECHANICAL/ELECTRICAL:
KJWW ENGINEERING CONSULTANTS - ST. LOUIS
#15 SUNNEN DRIVE, SUITE 104
ST. LOUIS, MO    63141

PLUMBING:
303RD ENGINEERING GROUP, LLC
1935 ARSENAL STREET
ST. LOUIS, MO      63118

ESTIMATING:
KWAME BUILDING GROUP
1204 WASHINGTON AVE.  SUITE 200
ST. LOUIS, MO    63103

PRINTED ON ORIGINAL SIZE OF SHEET IS 30" X 42"

Department of
Veterans Affairs

LIFE SAFETY/FIRE PROTECTION:
CODE CONSULTANTS, INC.
2043 WOODLAND PARKWAY, SUITE 300
ST. LOUIS, MO 63146

ACOUSTICAL ENGINEERS:
ACOUSTICONTROL LLC
1709 WASHINGTON AVENUE, LOFT 300
ST. LOUIS, MO 63103

COMMISSIONING:
ZODIAC INTERNATIONAL
16100 CHESTERFIELD PARKWAY, SUITE 365
CHESTERFIELD, MO 63017

ENVIROMENTAL:
EVIRONMENTAL CONSULTANTS, LLC
#6 MEADOW HEIGHTS PROFESSIONAL PARK DR.
COLLINSVILLE, IL
62234 Drawn

INFECTION
CONTROL
PRACTITIONER

CHIEF
ENGINEER

ASSISTANT
DIRECTOR

ASSOCIATE
DIRECTOR OF
PATIENT
SERVICES

CHIEF OF
STAFF

ASSOCIATE
DIRECTOR

MEDICAL
CENTER
DIRECTOR

1

INTENSIVE CARE UNIT

9/4/14

589-330

AE300.1
Checker

WALL SECTIONS - DEDUCT ALTERNATES 4,5

34JR Approver

 3/4" = 1'-0"
F8

EXTERIOR WALL AT SHAFT

 3/4" = 1'-0"
E1

SECTION AT EXISTING BUILDING (OVER SURGERY ADDITION ROOF)

 3/4" = 1'-0"
F3

WALL SECTION AT SURGERY ENTRY

 3/4" = 1'-0"
F1

SECTION AT EXISTING OR ROOF

 3/4" = 1'-0"
F4

WALL SECTION

No. Date Revisions

1 2/9/15 Amendment #6


